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North: ______  South: ______  East: ______  West: ______

   Special Use and Occupancy (e.g. High Rise, Covered Mall):   __________________

BAHTBABABA

Design Wind Speed:  ______ mphB.      Seismic Design Category: ______

Required: ______     Provided: ______   Type of Sprinkler System: ____________

Sprinklers:F:

Mixed Occupancies:   ______         Nonseparated Uses:   ______E.

          separation distance (in hours):
 Requirements for the Exterior Walls based on the fireFire Resistance RatingD.

C.      Type of Construction  (circle one):

   Change in Use: Yes ______ No ______  Mixed Occupancy: Yes ______  No ______

Guidelines
ADA Accessibility
Building Conservation
Uniform Code for
National Electrical Code

Conservation Code
International Energy
International Fire Code
International Plumbing Code
International Mechanical Code
International Building Code

YearYear

APPLICABLE CODES

A.      Occupancy and Group:  ________    ________    ________    ________     ________

CODE ANALYSIS

2006
2006
2006
2006

2006

2005

A

X X

1

YES YES

2.1

X

N.A.

WET

1 1 1

ORIGINAL II - 1HR

ORIGINAL

IN LIEU OF 1-HR GYM HAS CEILING OPEN TO STRUCTURE
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GENERAL
INFORMATION

GI-002 1 1/2" = 1'-0"A3 VICINITY MAP
SCALE: NONE

NORTH

INTERIOR ELEVATION MARKER

KEYED NOTE NUMBER

SHEET NUMBER

DETAIL, WALL or SECTION NUMBER

ELEVATION REFERENCE

REFERENCE NORTH (PLANS)

GRID REFERENCE

REVISION NUMBER

ROOM NUMBER

ROOM NAME

WINDOW NUMBER

DOOR NUMBER

SHEET NUMBER

DETAIL/WALL or SECTION NUMBER

GRAPHIC SYMBOLS

3

A

100
OFFICE

5

102

NORTH

3

D2

AE-501

XX

XXXXX

A

C

D

B

1 1 WALL TYPES

ROD & SHELF

TOP OF WALK
TOP OF LANDSCAPING
TOP BACK OF CURB
TOP OF MASONRY
SYNTHETIC STUCCO EXTERIOR INSULATION SYSTEM

VINYL WALL COVERING

SOUND ATTENUATION BLANKET

GAGE OR GAUGE
GLAZED STRUCTURAL UNIT

WITHOUT
WITH
WELDED WIRE FABRIC

VERTICAL
UNLESS NOTED OTHERWISE
TYPICAL
TOP OF WALL
TOP OF STEEL

SYMMETRICAL
SQUARE
SPECIFICATION

SIMILAR
SHEET
ROUND
ROOM
ROOF DRAIN

REVISION
REQUIRED
REINFORCING
RADIUS
PROPERTY LINE
PREFABRICATED
POUND
PHASE
PERPENDICULAR
PER
PENNY
OUTSIDE DIAMETER
OPPOSITE
OPENING
ON CENTER
NUMBER
NOT TO SCALE
NOT IN CONTRACT
NEAR SIDE
NATIONAL ELECTRICAL MANUFACTURERS ASSOC.
NATIONAL ELECTRICAL CODE
NATIONAL BOARD OF FIRE UNDERWRITERS
MISCELLANEOUS
MINIMUM
MECHANICAL
MAXIMUM
MANUFACTURER
LABORATORY
KIP (1,000 LB.)
INTERMEDIATE
INSIDE DIAMETER
INFORMATION
INCH
HORIZONTAL
HIGH STRENGTH BOLT
HEIGHT
HARDWARE
GYPSUM BOARD

CU. IN. CUBIC INCH

EXTERIOR INSULATION FINISH SYSTEM

FINISH FLOOR

GALVANIZED
FOUNDATION

FLUORESCENT
FLOOR DRAIN

FIRE HYDRANT
FIRE HOSE CABINET
FIRE EXTINGUISHER CABINET

FEET OR FOOT
FAR SIDE

FOOTING

ELECTRIC WATER COOLER

EXPANSION JOINT
EQUIPMENT
ELEVATION

ELECTRICAL
DRAWING

DIMENSION
DIAMETER
DIAGONAL
DEPARTMENT
CUBIC YARD

DOOR
DOUBLE

EJ /

F.H.

FTG.

GALV.
FND.

FLUOR.
FD

F.H.C.

F.F.
F.E.C.

FT. or '

EIFS
F.S.

DR

EWC

EXP. JT.
EQUIP.
EL.

ELEC.
DWG.
DBL.

DIM.

CU. YD.

DIAG.
DEPT.

CALCIUM SILICATE MASONRY UNIT

CONCRETE REINFORCING STEEL INSTITUTE

ARCHITECT OR ARCHITECTURAL

CENTERLINE

CUBIC FEET PER MINUTE
CUBIC FOOT

COUNTERSINK
CONTINUOUS
CONSTRUCTION

CONCRETE MASONRY UNIT
COMPOSITION

CLEANOUT
CHANNEL
CENTER TO CENTER

CUBIC

COLUMN

CATCH BASIN

BUILDING
BRACKET

BLOCKING

AVERAGE
ARCHITECTURAL CONCRETE

APPROXIMATE

BOTTOM

CENTER

BEAM
AT

CL

CRSI

CU. FT.
CFM

CU.

CONT.
CONST.

CSK.

C.M.U.
COMP.
COL.

C TO C

C.O.
[

BOT.

CSMU

CTR.
C.B.

BLDG.
BRKT.

AVG.

BLKG.
BM
@

ARCH.
APPROX.

AC

AMERICAN SOCIETY OF TESTING & MATERIALS
AMERICAN NATIONAL STANDARDS INSTITUTE
AMERICAN CONCRETE INSTITUTE

ABBREVIATIONS

APPROVED

ANCHOR BOLT
AMERICAN WELDING SOCIETY

ALUMINUM
ALTERNATE

ANGLE
AND

A.B.

APPD.
L
&

AWS
ASTM
ANSI
ACI
AL.
ALT.

P/L

W/O

VWC.
VERT.
U.N.O.

W/
WWF

TYP.
TOW

T.B.C.
T.O.M.
SSEIS
SYM.

T.L.
T.W.
TOS

RM

SQ. or
SPEC.

RD. or

SAB
SIM.
SHT.

REQ'D.
REINF.

R&S
RD

REV.

R

N.S.

O.D.

PREFAB.
LB. or #

PERP.
O

/
d

OPP.
OPNG.

NO. or #

N.I.C.

O.C.

NTS

MAX.

NEMA

NBFU
MISC.

MECH.

NEC

MIN.

INTER.

INFO.

MFG.
LAB.
K

I.D.

HORIZ.

HDW.
GYP. BD.

"

HSB
HGT.

GA.
GSU

STEEL

PARTICLE BOARD

ACOUSTIC TILE

GYPSUM BOARD

RIGID INSULATION

BATT INSULATION

PLYWOOD

GLASS

PLASTER

WOOD (BLOCKING)

WOOD (STUDS, NAILERS)

WOOD (FINISH)

CERAMIC TILE

CAST STONE

CONCRETE MASONRY UNITS

BRICK

CONCRETE

ASPHALT

POROUS FILL

MATERIAL DESIGNATIONS
EARTH

ABOVE FINISHED FLOORAFF

FIRE RETARDANT TREATEDFRT

FIELD VERIFYF.V.

RIGID INSULATION

DRAWING INDEX
DRAWING TITLESHT. #

O

O

XX

XXXXX

GENERAL:

GI-001 TITLE SHEET
GI-002 GENERAL INFORMATION

STRUCTURAL:

SJ001 GENERAL STRUCTURAL NOTES
SB101 FOOTING / ROOF PLAN
SB201 WALL ELEVATION
SB501 DETAILS AND SCHEDULES
SB502 DETAILS AND SCHEDULES

ARCHITECTURAL:

AS-101 SITE PLAN
AS-102 ENLARGED SITE PLAN
AS-103 DIMENSION & JOINT PLAN
AE-201 ELEVATION
AE-301 WALL SECTION
AE-302 WALL SECTION
AE-303 WALL SECTION
AE-304 WALL SECTION
AE-501 DETAILS
AE-502 DETAILS
AE-503 DETAILS
AE-504 DETAILS
AE-505 DETAILS

MECHANICAL:

M-001 LEGEND OF MECHANICAL SYMBOLS AND ABBREVIATIONS
MS-1 MECHANICAL SITE PLAN
MP-1.1 LEVEL #1 AREA #1 MECHANICAL DEMOLITION PLAN
MP-1.2 LEVEL #1 AREA #2 MECHANICAL DEMOLITION PLAN
MP-2.1 LEVEL #2 AREA #1 MECHANICAL DEMOLITION PLAN
MP-2.2 LEVEL #2 AREA #2 MECHANICAL DEMOLITION PLAN
MP-3.1 LEVEL #1 AREA #3 MECHANICAL PLAN
MP-4.1 LARGE SCALE MECHANICAL RM. DEMO/NEW PLAN
MP-5.1 MECHANICAL BUILDING SECTIONS
MP-5.2 MECHANICAL BUILDING SECTIONS
MP-6.1 MECHANICAL DETAILS
MP-6.2 MECHANICAL DETAILS
MP-7.1 SCHEDULES

ELECTRICAL:

EE-001 SYMBOL LEGEND SHEET INDEX & SCHEDULES
EE-002 ONE-LINE DIAGRAMS
ED-101 LEVEL #1 AREA #1 DEMOLITION PLAN
EP-101 LEVEL #1 AREA #1 POWER PLAN
EP-102 LEVEL #1 AREA #2 POWER PLAN
EP-103 LEVEL #1 AREA #3 POWER PLAN

#

DRAWINGS REVISION

REVISION NUMBER

CONTROL JOINTC.J.

 1 1/2" = 1'-0"A4 LOCATION MAP
NORTH
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EXTG. BDAC BUILDING

EXTG. TRACK
& FIELD

SITE AREA #2 SITE AREA #1
AS-102

A1AS-102
C1
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ENLARGED SITE
PLAN

AS-102 1/8" = 1'-0"A1 ENLARGED SITE PLAN AREA #1
NORTH

1

KEYED NOTES
NEW MECHANICAL UNIT ON CONCRETE HOUSE KEEPER PAD - SEE
MECHANICAL & STRUCTURAL DRAWINGS & DETAILS INDICATED.

SAWCUT NEW 4'-8"(H) X 14'-8"(W) OPENING IN CONCRETE FOUNDATION
WALL - SEE ELEVATION & STRUCTURAL DRAWINGS.

SAWCUT NEW 4'-8"(H) X 6'-2"(W) OPENING IN CONCRETE FOUNDATION
WALL - SEE  ELEVATION & STRUCTURAL DRAWINGS.

NEW CONCRETE FOOTING & FOUNDATION WALL BELOW CANOPY
ROOF - SEE ELEVATION & STRUCTURAL DRAWINGS.

NEW GAS METER ON CONCRETE PAD - SEE MECHANICAL DRAWINGS.

NEW 4" CONCRETE SLAB ON 4" DRAINAGE FILL - REFER TO SECTIONS
& REFER TO SHEET AS-103 FOR CONCRETE SLAB ELEVATIONS.

NEW GAS LINE REFER TO MECHANICAL DRAWINGS - REFER TO
DETAILS A3/AE-501 & A4/AE-501.

NEW CHAIN LINK FENCE MATCH HEIGHT OF EXTG. - PROVIDE 12" WIDE
CONCRETE MOW STRIP - REFER TO DETAIL A1/AE-501.

NEW CONCRETE RETAINING WALL - REFER TO DETAIL & SEE
STRUCTURAL DRAWINGS.

NEW MECHANICAL DUCTS - REFER TO MECHANICAL DRAWINGS -
REFER FOR EXACT LOCATION & SIZE ALSO REFER TO DETAIL D3/AE-
502.

EXTG. TRACK TO REMAIN PROTECT FROM DAMAGE.

EXTG. LANDSCAPING TO REMAIN PROTECT & RESTORE AS REQ'D..

EXTG. STRUCTURE TO REMAIN.

EXTG. STAIRS TO REMAIN.

EXTG. CONCRETE SIDEWALK TO REMAIN.

EXTG. CHAIN LINK FENCE & CONCRETE MOW STRIP TO REMAIN.

APPROXIMATE LOCATION EXTG. UNDERGROUND GAS LINE TO BE
REMOVED - REFER TO MECHANICAL DRAWINGS - CONTRACTOR TO
F.V. LOCATION.

EXTG. EXTERIOR LIGHT POLE TO REMAIN - PROTECT FROM DAMAGE
DURING CONSTRUCTION.

EXTG. CHAIN LINK FENCE SHOWN DASHED & CONCRETE MOW STRIP
TO BE REMOVED.

NEW 4' WIDE CHAIN LINK FENCE GATE.

NEW STANDING SEAM METAL CANOPY ROOF - REFER TO ELEVATION &
SECTIONS FOR DETAILS.

NEW GAS LINE ON TREATED 2X'S - REFER TO MECHANICALS
DRAWINGS FOR EXACT PLACEMENT - HOLD TIGHT TO FENCE.

CENTER NEW CHAIN LINK GATE  WITH CENTER OF COOLING COIL IN
THE MECHANICAL UNIT.

MATCHING PREFINISHED RAIN GUTTER / DOWNSPOUT SYSTEM -
INSTALL TO DRAIN TO DOWNSPOUT AS INDICATED.

EXCAVATE TO NEW GRADE AS REQUIRED TO COMPLETE NEW WORK -
SEE AE-103 FOR FINAL GRADES.

APPROXIMATE LOCATION EXTG. STEAM & CONDENSATE LINE TO
REMAIN.

EXTG. RAMP TO REMAIN PROTECT FROM DAMAGE DURING
CONSTRUCTION.

EXTG. ELECTRICAL MAN HOLE.

EXTG. ELECTRICAL TRANSFORMER.

EXTG. CONCRETE PAD TO REMAIN.

EXTG. CONCRETE MECHANICAL WELL TO REMAIN.

EXTG. STEEL GRATE OVER WELL TO BE MODIFIED PER DETAILS
INDICATED

EXTG. TREES TO REMAIN.

EXTG. GAS METER TO BE REMOVED - REFER TO MECHANICAL
DRAWINGS.

EXTG. ELECTRICAL UNITS TO REMAIN.

REMOVE EXTG. MECHANICAL UNIT - SEE MECHANICAL DRAWINGS.

NEW SHEET METAL FLASHING AROUND NEW DUCT - WELD CORNERS
OF SHEET METAL AS REQUIRED - REFER TO DETAIL INDICATED.

NEW MECHANICAL UNIT ON SPECIAL STRUCTURAL CONCRETE HOUSE
KEEPER PAD  - SEE STRUCTURAL DRAWINGS - SEE MECHANICAL
DRAWINGS.

DEMOLISH EXTG. CONCRETE PAD AS REQUIRED.
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 1/8" = 1'-0"C1 ENLARGED SITE PLAN AREA #2
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GENERAL NOTES
ALL GAS LINE UTILITY RELOCATION WORK MUST BE COMPLETED
BEFORE ANY OTHER WORK IS BEGUN.  SHUT DOWN OF EXISTING
GAS LINE IS TO BE KEPT TO A MINIMUM AMOUNT OF TIME.  A 48
HOUR NOTICE MUST BE GIVEN TO OWNER PRIOR TO
DISCONNECTING THE UTILITY.

REMOVE EXTG. IRRIGATION SYSTEM IN AREA OF CONSTRUCTION.

ALL DIMENSIONS NEED TO BE FIELD VERIFIED.

ALL NEW WOOD THAT COMES IN CONTACT WITH CONCRETE OF
MASONRY SHALL BE PRESERVATIVE TREATED.

PROTECT ALL EXISTING IMPROVEMENTS INCLUDING LANDSCAPING,
SPRINKLING SYSTEMS, SIDEWALKS, PARKING AREAS, SURROUNDING
ROOFS ETC. - ANY DAMAGE TO EXISTING IMPROVEMENTS SHALL BE
REPAIRED TO ORIGINAL OR BETTER THAN ORIGINAL CONDITION (TO
THE SATISFACTION OF THE OWNER AND ARCHITECT).

SALVAGE SPRINKLERS HEADS TO OWNER.

STOCK PILE 6" TOP SOIL FOR OWNER TO PICK UP & USE.

ALL EXCESS EXCAVATED EARTH CAN BE DISPOSED OF ON CEU
CAMPUS - HAUL TO LOCATION AS DIRECTED BY OWNER.

1.

2.

3.

4.

 1 1/2" = 1'-0"C4 PHOTOS
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EXTG. BDAC BUILDING

4' - 0"
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7' - 2"

8"

24' - 11"

8"

15' - 8"

8"

33' - 10 3/4"

8"

15' - 8"

8"

24' - 11"

8"

7' - 2"

8"
8 1/2"

14' - 2" 21' - 7" 71' - 3" 21' - 7" 10' - 10 1/2"

1' - 0"

6" 14' - 8" 6"6" 6' - 2" 6"

5'
 - 

4"
10

' -
 4

"
3'

 - 
10

"

5'
 - 

4"
10

' -
 4

"
3'

 - 
10

"

6'
 - 

11
"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

8"

21
' - 

0 1
/2"

RETAINING WALL
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44 4 4

5

5

GYMNASIUM FLOOR = 100'-0"

108'-4"
T.O.HOUSE KEEPING PAD (CONSTRUCT LEVEL)

109'-10"
T.O.HOUSE KEEPING PAD (CONSTRUCT LEVEL)

SLOPE SLOPE SLOPE SLOPE
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OP

E
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OP

E
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OP

E
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OP

E
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OP

E

SLOPE SLOPE SLOPESLOPE SLOPE
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OP

E
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E
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OP

E
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OP

E
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OP

E
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OP

E
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OP

E

109'-5 3/4"

113'-0"
T.O.W.

113'-0"
T.O.W.

113'-0"
T.O.W.

113'-0"
T.O.W.

113'-1 1/2"
T.O.W.

EXTG. CONCRETE
CURB ELEVATION
(OF TRACK)
APPROX. 109'-0"

EXTG. CONCRETE
CURB ELEVATION
(OF TRACK)
APPROX. 109'-0"

113'-0"
T.O.W.

109'-6"

109'-6"

109'-3 3/4"

109'-4 1/2"

109'-3 3/4"

109'-4 1/2"

108'-9 1/4" 108'-7"

109'-1 1/2"

109'-2 1/4"

108'-0"

108'-0"107'-10 1/2" 107'-10 1/2"

107'-9 3/4" 107'-9 3/4"108'-0"

108'-0 3/4"

107'-10 1/4" 107'-8" 107'-5 1/4"

EXTG. CONCRETE
SIDEWALK
ELEVATION

 T.O.W. 1'-0" ABOVE
CONCRETE SLAB

107'-9"

107'-9 3/4"
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DIMENSION &
JOINT PLAN

AS-103
 1/8" = 1'-0"A1 DIMENSION & JOINT PLAN

NORTH

1

KEYED NOTES
4" CONCRETE SLAB (SLOPE AWAY FROM BUILDING AS SHOWN - SEE
PLAN FOR EXACT ELEVATIONS) ON 4" DRAINAGE FILL - LAYOUT JOINTS
AS SHOWN.

8" REINFORCING CONCRETE PAD FOR MECHANICAL UNIT (CONSTRUCT
PAD LEVEL) ON 12" STRUCTURAL FILL - SEE STRUCTURAL DRAWINGS.

NEW CONCRETE GRADE BEAM WITH FOOTING - SEE  STRUCTURAL
DRAWINGS.

NEW CONCRETE BRACE WALLS WITH FOOTINGS - SEE STRUCTURAL
DRAWINGS.

NEW CONCRETE RETAINING WALL - SEE STRUCTURAL DRAWINGS.

2

3

4

5

SYMBOL KEY
CONTROL JOINT TO BE SAWCUT OR TOOLED JOINTS,

EXPANSION JOINT.

C.J.

E.J.



BETWEEN
JOIST

11' - 3 3/4" VERIFY 11' - 3 3/4" VERIFY

BETWEEN
JOIST

LEVEL #1
100'-0"

T.O.F.W.
113'-0"

1

1

6 6 6
5

7

9

2

9

108'-4"
T.O.HOUSE KEEPING PAD

109'-10"
T.O.HOUSE KEEPING PAD6

22

A1

AE-301

A1

AE-302

A1

AE-304

A1

AE-303

2 2

4

2 6

2

3
3

33

A2

AE-502

8

8

A4

AE-502
14' - 10 1/2"

10

11
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11

10 10

11
B3

AE-501

B3

AE-501

B3

AE-5014

4 4

444

44

7
7

DUCT DUCT

1'
 - 

0"

9

12

12

8"
1'

 - 
0"

8"
1'

 - 
0"

AE-202
B1

A1

AE-505

B1

AE-502

B4

AE-504

B4

AE-504

C4

AE-504
C4

AE-504
OPENING FOR

DUCT

2

3

11

3

2

2

2

13

13

14 14

9 9

1115

3/4"1"
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ELEVATION

AE-202
 3/16" = 1'-0"A1 NORTH ELEVATION

1

KEYED NOTES
NEW MECHANICAL UNIT - SEE MECHANICAL DRAWINGS.

NEW CONCRETE WALL WITH FOOTING - SEE STRUCTURAL DRAWINGS.

NEW CONCRETE GRADE BEAM WITH FOOTING - SEE STRUCTURAL
DRAWINGS - PROVIDE COMPACTED FILL BENEATH FOOTING.

EXTG. MASONRY WALL TO REMAIN PROTECT FROM DAMAGE DURING
CONSTRUCTION.

NEW GAS METER ON 4'-0" X 4'-0" CONCRETE PAD - SEE MECHANICAL
DRAWINGS.

NEWLY EXPOSED CONCRETE FOUNDATION WALL - WATER PROOF &
INSTALL EIFS PER DETAIL B3/AE-501.

EXTG. FOUNDATION WALL METAL CAP TO REMAIN PAINT - REFER TO
DETAIL B3/AE-501.

NEW CONCRETE RETAINING WALL - REFER TO DETAIL & SEE
STRUCTURAL DRAWINGS.

NEW 4" CONCRETE SLAB OVER 4" GRAVEL BASE.

THICK DASHED LINE REPRESENTS NEW OPENING IN CONCRETE
FOUNDATION WALL BEYOND - SEE STRUCTURAL DRAWINGS.

PREFINISHED RAIN GUTTER / DOWNSPOUT SYSTEM - INSTALL IN
LOCATION AS INDICATED.

NEW CHAIN LINK FENCE MATCH EXTG. WITH 12" WIDE CONCRETE MOW
STRIP - REFER TO DETAIL A1/AE-501.

NEW 1" EIFS SYSTEM - REFER TO DETAILS & SPEC.

NEW STEEL COLUMN - SEE STRUCTURAL DRAWINGS

1-1/2" x 12" STANDING SEAM METAL ROOFING & SELF-ADHEARING
POLYSTYRENE FACED UNDERLAYMENT OVER FASCIA ONTO SOFFIT
BEHIND DRIP EDGE & GUTTER - SEE SPEC. & DETAILS INDICATED.

2

3

4

5

6

7

8

9

10

11

12

 3/8" = 1'-0"B1 TYP. ENLARGED ELEVATION

13

14

15



LEVEL #1

100'-0"

T.O.F.W.
113'-0"

1'
 - 

0"
4'

 - 
0"

1'
 - 

0"

2" 10
"

19' - 6"1' - 0"

1'
 
-
 
11
 
3
/
4
"

2'
 - 

0"

EXTG. CATWALK TO REMAIN
PROTECT FROM DAMAGE
DURING CONSTRUCTION

EXTG. GYM FLOOR PROTECT
FROM DAMAGE DURING
CONSTRUCTION

EXTG. BLEACHERS BEYOND TO
REMAIN PROTECT FROM DAMAGE
DURING CONSTRUCTION

NEW MECHANICAL UNIT
-SEE MECHANICAL
DRAWINGS

NEW CHAIN LINK FENCE
MATCH EXTG. FENCE STYLE &
DETAILS - SEE PLAN & REFER
TO DETAIL A1/AE-501

NEW CONCRETE GRADE
BEAM WITH FOOTING - SEE
PLAN & STRUCTURAL
DRAWINGS

EXTG. FOOTING &
FOUNDATION
WALL TO REMAIN

NEW MECHANICAL DUCTS -
REFER TO MECHANICAL
DRAWINGS FOR EXACT
LOCATION & SIZE

NEW MECHANICAL DUCTS -
REFER TO MECHANICAL
DRAWINGS FOR EXACT
LOCATION & SIZE

EXTG. MASONRY WALL TO
REMAIN

NEW MECHANICAL
DUCTS - REFER TO

MECHANICAL
DRAWINGS FOR EXACT

LOCATION & SIZE

SAWCUT NEW OPENING IN
FOUNDATION WALL - SEE
STRUCTURAL DRAWINGS

EXTG. STRUCTURE TO
REMAIN

4" CONCRETE SLAB (SLOPE AWAY
FROM BUILDING SEE PLAN FOR EXACT
ELEVATIONS) ON 4" DRAINAGE FILL

NEW GAS LINE ON TREATED
2X'S - REFER TO
MECHANICALS DRAWINGS
FOR EXACT PLACEMENT -
HOLD TIGHT TO FENCE

EQ EQ

4' - 0"

AE-502
B1

AE-501
B2

4' - 0"

AE-502
B1

SIM.

4" CONCRETE SLAB ON
GRAVEL BASE - PROVIDE
A 3" DIA. PVC PIPE WITH A
GRAVEL SUMP

NEW CONCRETE WALL WITH
FOOTING - SEE PLAN &
STRUCTURAL DRAWINGS

A1

AE-202

4
' 
-
 
3
 
3
/
4
"

4'
 - 

8"

8" REINFORCING CONCRETE PAD FOR
MECHANICAL UNIT (CONSTRUCT PAD
LEVEL) ON 12" STRUCTURAL FILL - SEE
STRUCTURAL DRAWINGS.

ALTERNATE #1
PAINT ALL EXTERIOR
DUCTS - SEE SPEC.

6' - 0"

1/4"/FT. 1/4"/FT.

2'
 - 

6"

COMPACTED FILL - SEE
STRUCTURAL DRAWINGS
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WALL SECTION

AE-301
 1/2" = 1'-0"A1 WALL SECTION WEST SUPPLY



LEVEL #1

100'-0"

T.O.F.W.
113'-0"

AE-501
B2

1'
 - 

0"
4'

 - 
0"

8"

1'
 
-
 
11
 
3
/
4
"

2'
 - 

0"

EXTG. CATWALK TO REMAIN
PROTECT FROM DAMAGE
DURING CONSTRUCTION

EXTG. BLEACHERS TO REMAIN -
REFER TO DETAILS ON AE-503 -
PROTECT FROM DAMAGE DURING
CONSTRUCTION

NEW MECHANICAL UNIT
-SEE MECHANICAL
DRAWINGS

NEW CHAIN LINK FENCE
MATCH EXTG. FENCE STYLE &
DETAILS - SEE PLAN & REFER
TO DETAIL A1/AE-501

NEW CONCRETE GRADE BEAM
WITH FOOTING - SEE PLAN &
STRUCTURAL DRAWINGS

EXTG. FOOTING &
FOUNDATION WALL
TO REMAIN

EXTG. MASONRY WALL TO
REMAIN

NEW MECHANICAL DUCTS -
REFER TO MECHANICAL
DRAWINGS FOR EXACT
LOCATION & SIZE

SAWCUT NEW OPENING IN
FOUNDATION WALL - SEE
STRUCTURAL DRAWINGS

EXTG. STRUCTURE
TO REMAIN

4" CONCRETE SLAB (SLOPE AWAY
FROM BUILDING SEE PLAN FOR EXACT
ELEVATIONS) ON 4" DRAINAGE FILL

NEW GAS LINE ON TREATED
2X'S - REFER TO
MECHANICALS DRAWINGS
FOR EXACT PLACEMENT -
HOLD TIGHT TO FENCE

NEW RETURN AIR GRILLE - SEE
MECHANICAL DRAWINGS &
BLEACHER DETAILS ON AE-503

AE-502
B1

AE-502
B1

SIM.

NEW CONCRETE WALL WITH
FOOTING - SEE PLAN &
STRUCTURAL DRAWINGS

6"

6"

A1

AE-202

4
' 
-
 
3
 
3
/
4
"

4'
 - 

8"

8" REINFORCING CONCRETE PAD FOR
MECHANICAL UNIT (CONSTRUCT PAD
LEVEL) ON 12" STRUCTURAL FILL -
SEE STRUCTURAL DRAWINGS.

ALTERNATE #1
PAINT ALL EXTERIOR
DUCTS - SEE SPEC.

6' - 0"

6"

19' - 6"

4" CONCRETE SLAB ON
GRAVEL BASE - PROVIDE
A 3" DIA. PVC PIPE WITH A
GRAVEL SUMP

1/4"/FT. 1/4"/FT.

2'
 - 

6"

COMPACTED FILL - SEE
STRUCTURAL DRAWINGS
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AE-302
 1/2" = 1'-0"A1 WALL SECTION WEST RETURN



LEVEL #1

100'-0"

T.O.F.W.
113'-0"

1'
 - 

0"
4'

 - 
0"

2"

4
' 
-
 
4
"

1'
 
-
 
11
 
3
/
4
"

2'
 - 

0"

EXTG. GYM FLOOR PROTECT
FROM DAMAGE DURING
CONSTRUCTION

NEW MECHANICAL UNIT
-SEE MECHANICAL
DRAWINGS

NEW CHAIN LINK FENCE
MATCH EXTG. FENCE STYLE &
DETAILS - SEE PLAN & REFER
TO DETAIL A1/AE-501

NEW CONCRETE GRADE BEAM
WITH FOOTING - SEE PLAN &
STRUCTURAL DRAWINGS

EXTG. FOOTING &
FOUNDATION WALL
TO REMAIN

NEW MECHANICAL DUCTS -
REFER TO MECHANICAL
DRAWINGS FOR EXACT
LOCATION & SIZE

EXTG. MASONRY WALL
TO REMAIN

NEW MECHANICAL DUCTS -
REFER TO MECHANICAL
DRAWINGS FOR EXACT

LOCATION & SIZE

SAWCUT NEW OPENING IN
FOUNDATION WALL - SEE
STRUCTURAL DRAWINGS

EXTG. STRUCTURE
TO REMAIN

4" CONCRETE SLAB (SLOPE AWAY
FROM BUILDING SEE PLAN FOR EXACT
ELEVATIONS) ON 4" DRAINAGE FILL

NEW GAS LINE ON TREATED
2X'S - REFER TO MECHANICALS
DRAWINGS FOR EXACT
PLACEMENT - HOLD TIGHT TO
FENCE

6"

EXTG. BLEACHERS BEYOND TO
REMAIN PROTECT FROM DAMAGE
DURING CONSTRUCTION

EXTG. STORAGE ROOM CEILING
STRUCTURE TO REMAIN & BE
MODIFIED - REFER TO FRAMING
PLAN A4/AE-303

AE-502
B1

AE-501
B2

AE-502
B1

SIM.

NEW CONCRETE WALL WITH
FOOTING - SEE PLAN &
STRUCTURAL DRAWINGS

A1

AE-202

EXTG. DOOR FRAME
TO REMAIN

EXTG. GUARD RAIL TO
REMAIN PROTECT FROM
DAMAGE DURING
CONSTRUCTION

9' - 8"

4'
 - 

8"

8" REINFORCING CONCRETE PAD FOR
MECHANICAL UNIT (CONSTRUCT PAD
LEVEL) ON 12" STRUCTURAL FILL - SEE
STRUCTURAL DRAWINGS.

ALTERNATE #1
PAINT ALL EXTERIOR
DUCTS - SEE SPEC.

6' - 0"

6"

19' - 6"

4" CONCRETE SLAB ON GRAVEL
BASE - PROVIDE A 3" DIA. PVC
PIPE WITH A GRAVEL SUMP

1/4"/FT. 1/4"/FT.

2'
 - 

6"

COMPACTED FILL - SEE
STRUCTURAL DRAWINGS

NEW MECHANICAL DUCTS -
REFER TO MECHANICAL
DRAWINGS FOR EXACT
LOCATION & SIZE

EXTG. 2X STRUCTURE
TO REMAIN

NEW 2X STRUCTURE
TO MATCH EXTG.

NEW 2X STRUCTURE
TO FRAME OUT NEW
OPENING (2X TO
MATCH EXTG.)

6' - 2"

4'
 - 

0"

B4

AE-303
TYP. ALL SIDES

POSSIBLE D
O

U
BL

E 
2X

D
O

U
BL

E 
2X

TRIPLE 2X

NEW 2X STRUCTURE
TO MATCH EXTG.

NEW PLYWOOD
THICKNESS TO MATCH
EXTG. NAIL W/ 10d @ 4"

O.C. EDGES & PERIMETER
& 12" O.C. IN FIELD

NEW MECHANICAL DUCTS -
REFER TO MECHANICAL
DRAWINGS FOR EXACT
LOCATION & SIZE

NEW DOUBLE OR TRIPLE 2X
STRUCTURE TO MATCH EXTG. -
SEE FRAMING PLAN BELOW

2"x2" 20GA. METAL ANGLE TO
WRAP AROUND ALL EXPOSED
SIDES - ATTACH AS REQUIRED
TO FLOOR & DUCT

NEW OR EXTG. PLYWOOD
TO MATCH EXTG.
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WALL SECTION

AE-303 1/2" = 1'-0"A1 WALL SECTION EAST SUPPLY
 1/2" = 1'-0"A4 FLOOR FRAMING PLAN

NORTH

 6" = 1'-0"B4 FLOOR TO DUCT DETAIL



LEVEL #1

100'-0"

T.O.F.W.
113'-0"

1'
 - 

0"
4'

 - 
0"

2"

4
' 
-
 
4
"

1'
 
-
 
11
 
3
/
4
"

2'
 - 

0"

EXTG. GYM FLOOR
PROTECT FROM
DAMAGE DURING
CONSTRUCTION

NEW MECHANICAL UNIT
-SEE MECHANICAL
DRAWINGS

NEW CHAIN LINK FENCE
MATCH EXTG. FENCE STYLE &
DETAILS - SEE PLAN & REFER
TO DETAIL A1/AE-501

NEW CONCRETE GRADE BEAM
WITH FOOTING - SEE PLAN &
STRUCTURAL DRAWINGS

EXTG. FOOTING & FOUNDATION
WALL TO REMAIN

EXTG. MASONRY WALL
TO REMAIN

NEW MECHANICAL DUCTS
- REFER TO MECHANICAL
DRAWINGS FOR EXACT
LOCATION & SIZE

SAWCUT NEW OPENING IN
FOUNDATION WALL - SEE
STRUCTURAL DRAWINGS

EXTG. STRUCTURE
TO REMAIN

4" CONCRETE SLAB (SLOPE AWAY FROM
BUILDING SEE PLAN FOR EXACT
ELEVATIONS) ON 4" DRAINAGE FILL

NEW GAS LINE ON TREATED
2X'S - REFER TO MECHANICALS
DRAWINGS FOR EXACT
PLACEMENT - HOLD TIGHT TO
FENCE

6"

AE-502
B1

AE-501
B2

AE-502
B1

SIM.

NEW CONCRETE WALL WITH
FOOTING - SEE PLAN &
STRUCTURAL DRAWINGS

6"

8"

A1

AE-202

4'
 - 

8"

EXTG. BLEACHERS TO
REMAIN - REFER TO
DETAILS ON AE-503 -
PROTECT FROM DAMAGE
DURING CONSTRUCTION

NEW RETURN AIR GRILLE -
SEE MECHANICAL
DRAWINGS & BLEACHER
DETAILS ON AE-503

8" REINFORCING CONCRETE PAD FOR
MECHANICAL UNIT (CONSTRUCT PAD
LEVEL) ON 12" STRUCTURAL FILL - SEE
STRUCTURAL DRAWINGS.

ALTERNATE #1
PAINT ALL EXTERIOR
DUCTS - SEE SPEC.

6' - 0"

6"

19' - 6"

4" CONCRETE SLAB ON
GRAVEL BASE - PROVIDE
A 3" DIA. PVC PIPE WITH A
GRAVEL SUMP

1/4"/FT. 1/4"/FT.

2'
 - 

6"

COMPACTED FILL - SEE
STRUCTURAL DRAWINGS
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WALL SECTION

AE-304 1/2" = 1'-0"A1 WALL SECTION EAST RETURN



M
AT

C
H

 H
EI

G
H

T 
O

F 
EX

TG
. A

PP
R

O
X 

6'
 - 

0"

LINE POST LOOP CAP (MATCH
EXTG. FENCE STYLE REFER
TO PHOTO A5/AE-501)

TOP RAIL (MATCH EXTG. FENCE
STYLE REFER TO PHOTO A5/AE-501)

CHAIN LINK FABRIC (MATCH
EXTG. FENCE STYLE REFER TO
PHOTO A5/AE-501)

POSTS,(10'-0" O.C. MAX) (MATCH
EXTG. FENCE STYLE REFER TO
PHOTO A5/AE-501)

BOTTOM WIRE (MATCH EXTG.
FENCE STYLE REFER TO PHOTO
A5/AE-501)

4" CONCRETE SLAB
ON 4" DRAINAGE FILL

NEW OR EXTG. GRASS

8" DIA. CONCRETE PIER
FOOTING FOR POST
EMBEDMENT

6"
 M

IN
.

2"

1' - 0"
EXPANSION JOINT

NEW 4" CONCRETE MOW STRIP

SEALANT

CONSTRUCTION JOINT

SEALANT

CONTRACTION JOINT (C.J.)

EXPANSION JOINT (E.J.)
30' TO 50' O.C.  OR  AS SHOWN

1/4"

4"
4"

4"

1/
4"

1/
4"

3-1/2" DIA. X 18" SMOOTH
DOWELS OIL OR USE PAPER
SLEEVE OVER ONE END

3-1/2" DIA. X 18" SMOOTH
DOWELS OIL OR USE PAPER
SLEEVE OVER ONE END

1/2" PREMOLDED EXPANSION
FILLER STRIP

PLASTIC INSERTS

EXTG. CONCRETE
FOUNDATION WALL

EXTG. CONCRETE
FOUNDATION WALL

EXTG. MASONRY WALL

REMOVE EXTG. FIBER
CANT STRIP INSIDE OF
WELL ONLY

REMOVE EXTG. METAL
FLASHING INSIDE OF
WELL ONLY

REMOVE EXTG. 4"X4"
REDWOOD INSIDE OF
WELL ONLY

REMOVE EXTG. 4" RIGID
INSULATION

SAWCUT NEW OPENING IN
CONCRETE FOUNDATION WALL
- SEE NORTH ELEVATION & SEE
STRUCTURAL DRAWINGS FOR
OPENING SIZENEW STEEL FRAMING IN

OPENING - SEE
STRUCTURAL DRAWINGS

2'
 - 

0"

REMOVE EXTG. 4" RIGID
INSULATION

3
' 
-
 
11
 
3
/
4
"

4'
 - 

8"

4" CONCRETE SLAB ON
GRAVEL BASE - PROVIDE
A 3" DIA. PVC PIPE WITH A
GRAVEL SUMP

1/4"/FT.

EXTG. CONCRETE
FOUNDATION WALL

EXTG. MASONRY WALL

EXTG. FIBER CANT STRIP
TO REMAIN

EXTG. 4"X4" REDWOOD
TO REMAIN

4" CONCRETE SLAB (SLOPE
AWAY FROM BUILDING IS PLAN
FOR EXACT ELEVATIONS) ON
4" DRAINAGE FILL

EXPANSION JOINT REFER
TO DETAIL A3/AE-501

AE-501
C1

AE-501
C1

EXTG. METAL FLASHING TO
REMAIN - PAINT SEE SPEC.

EIFS - SEE SPEC. AND REFER
TO DETAIL C1/AE-501

NEW CONCRETE WALL
BEYOND WHERE

OCCURS SEE SITE
PLAN & ELEVATION

CAULK WHEREVER THE  NEW
CONCRETE WALL BUTTS INTO
EXTG. METAL FLASHING &
NEW EFIS SYSTEM

EXTG. 4" RIGID INSULATION &
WATER PROOFING SYSTEM TO
BE REMOVED DOWN TO TOP OF
NEW CONCRETE SLAB AS
SHOWN

EXTG. 4" RIGID INSULATION TO
REMAIN - REPAIR ANY DAMAGED
INSULATION (TYP.) ONLY TO THE OF
NEW CONCRETE SLAB AS SHOWN

INSTALL WATER PROOFING
MEMBRANE SYSTEM UP AND OVER
EXTG. INSULATION TO COVER IT AS
SHOWN - MATCHING EXTG.

NEW 4" EIFS INSULATION
- SEE SPEC.

T.O.W. = 113' - 0"

EXTG. CONCRETE
FOUNDATION WALL

EXTG. MASONRY WALL

EXTG. FIBER CANT STRIP
TO REMAIN

EXTG. METAL FLASHING TO
REMAIN - PAINT SEE SPEC.
LOOSEN METAL AS REQUIRED
TO INSTALL EIFS

EXTG. 4"X4" REDWOOD
TO REMAIN

EXTG. 4" RIGID INSULATION & WATER
PROOFING SYSTEM TO BE REMOVED
DOWN TO TOP OF NEW CONCRETE
SLAB AS SHOWNEIFS - SEE SPEC.

BASE COAT

REINFORCING MESH

FINISH COAT

4" CONCRETE SLAB
(SLOPE AWAY FROM
BUILDING IS PLAN FOR
EXACT ELEVATIONS) ON
4" DRAINAGE FILL

1/2" EXPANSION JOINT
W/ SEALANT

NEW 4" EIFS INSULATION -
SEE SPEC.

CAULK WHEREVER THE  NEW
CONCRETE WALL BUTTS INTO
EXTG. METAL FLASHING &
NEW EIFS SYSTEM

EXTG. 4" RIGID INSULATION TO
REMAIN - REPAIR ANY DAMAGED
INSULATION (TYP.) ONLY TO THE OF
NEW CONCRETE SLAB AS SHOWN

1"

INSTALL WATER PROOFING
MEMBRANE SYSTEM UP AND OVER
EXTG. INSULATION TO COVER IT AS
SHOWN - MATCHING EXTG.

BACKER ROD & SEALANT

WRAP BASE COAT &
REINFORCING MESH

SENERGY ASAP

EXTG. METAL DECK
TO REMAIN

EXTG. INSULATION TO
REMAIN

SEAM FASTENING
PLATE MAX. 12" O.C.

6" WIDE PRESSURE-
SENSITIVE FLASHING
CENTERED OVER SEAM
FASTENING PLATE

PRESSURE-SENSITIVE PIPE SEAL - PRE-
MOLDED PIPE FLASHING MUST HAVE
INTACT RIB AT THE TOP EDGE
REGARDLESS OF PIPE DIAMETER

STAINLESS STEEL
CLAMPING RING

WATER CUT-OFF
MASTIC

EXTG. EPDM SINGLE PLY
MEMBRANE - PROTECT
FROM DAMAGE

NEW GAS LINE - SEE
MECHANICAL DRAWINGS

ALL NEW ROOFING IS TO BE
DONE BY A QUALIFIED

LICENSED CARLISLE ROOFER -
ALL WORK IS TO MEET THE
EXTG. 20 YEAR WARRANTY

EXTG. METAL DECK
TO REMAIN

EXTG. MASONRY WALL
TO REMAIN - PROTECT
FROM DAMAGE

EXTG. EPDM SINGLE PLY
MEMBRANE PROTECT
FROM DAMAGE

EXTG. METAL CAP
TO REMAIN

NEW GAS LINE - SEE
MECHANICAL DRAWINGS

1" WIDE 16GA. METAL STRAP
ATTACHED AT 4'-0" O.C. WITH
GASKETED FASTENERS AT 12"
O.C. UP UNDER EXTG. METAL CAP
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DETAILS

AE-501 1 1/2" = 1'-0"A1 CHAIN LINK FENCE DETAIL
 1" = 1'-0"A2 CONCRETE JOINT DETAILS

 1" = 1'-0"B2 FOUNDATION WALL DETAIL
 1" = 1'-0"B3 FOUNDATION WALL DETAIL

 3" = 1'-0"C1 METAL FLASHING DETAIL

 3" = 1'-0"A3 ROOF GAS LINE DETAIL
 1 1/2" = 1'-0"A4 ROOF GAS LINE DETAIL #2



3'
 - 

10
 1

/4
"

2'
 - 

6"

8"

A2

AE-502

NEW CONCRETE RETAINING
WALL WITH FOOTING - SEE
PLAN & STRUCTURAL
DRAWINGS

4" CONCRETE SLAB
(SLOPE AWAY FROM
BUILDING IS PLAN FOR
EXACT ELEVATIONS) ON
4" DRAINAGE FILL

NEW CHAIN LINK FENCE
MATCH EXTG. WITH 12"
WIDE CONCRETE MOW
STRIP - REFER TO DETAIL
A1/AE-501.

EXTG. CONCRETE STAIRS -
PROTECT FROM DAMAGE
DURING CONSTRUCTION

EXTG. STEEL HAND RAIL
- PROTECT FROM
DAMAGE DURING
CONSTRUCTION

1/2" EXPANSION JOINT
W/ SEALANT

DOWEL OF STAIR SLAB
TO FDN WALL - SEE
STRUCTURAL DRAWINGS

A1

AE-502

NEW CHAIN LINK FENCE MATCH EXTG.
WITH 12" WIDE CONCRETE MOW STRIP -

REFER TO DETAIL A1/AE-501.

NEW CONCRETE RETAINING
WALL WITH FOOTING - SEE
PLAN & STRUCTURAL
DRAWINGS

EXTG. MASONRY
WALL TO REMAIN

4" CONCRETE SLAB (SLOPE AWAY
FROM BUILDING IS PLAN FOR EXACT
ELEVATIONS) ON 4" DRAINAGE FILL

NEW CHAIN LINK FENCE MATCH
EXTG. WITH 12" WIDE CONCRETE
MOW STRIP - REFER TO DETAIL
A1/AE-501.

EXTG. CONCRETE
STAIRS BEYOND -
PROTECT FROM
DAMAGE DURING
CONSTRUCTION

EXTG. STEEL HAND
RAIL BEYOND -
PROTECT FROM
DAMAGE DURING
CONSTRUCTION

EXTG. CONCRETE
FOUNDATION WALL

EXTG. 4" RIGID
INSULATION  &
WATERPROOFING TO
REMAIN WHERE
POSSIBLE PROTECT
FROM DAMAGE

AE-501
B3

EXTG. ASPHALT TRACK TO
REMAIN -  PROTECT FROM
DAMAGE DURING
CONSTRUCTION

EXTG. CONCRETE CURB TO
REMAIN - PROTECT FROM
DAMAGE DURING
CONSTRUCTION

1/2" EXPANSION JOINT
W/ SEALANT

1/2" EXPANSION JOINT
W/ SEALANT

4"

4'
 - 

2 
1/

4"
2'

 - 
6"

VA
R

IE
S 

SE
E 

EL
EV

AT
IO

N

NEW CHAIN LINK FENCE
MATCH EXTG. WITH 12" WIDE
CONCRETE MOW STRIP -
REFER TO DETAIL A1/AE-501.

NEW CONCRETE RETAINING
WALL WITH FOOTING - SEE
PLAN & STRUCTURAL
DRAWINGS

4" CONCRETE SLAB OVER 4"
GRAVEL BASE

NEW OR EXTG. GRASS

NEW 12" WIDE
CONCRETE MOW STRIP

1/2" EXPANSION JOINT
W/ SEALANT

PROVIDE 3/4" CHAMFER
TYP.

1"

CAULK - SEE SPEC.

CAULK BEHIND
METAL - SEE SPEC.

24 GA. PREFINISHED
SHEET METAL

POLYETHYLENE
CLOSURE SET IN
SEALANT ALL AROUND

DOWNHILL CHIMNEY METAL

DRILLED GASKETED
FASTENERS AT 12" O.C.

1"/FT. SLOPE MIN.

B3

AE-502

SEE STRUCTURAL
DRAWINGS

4"
4"

8"

STARTER STRIP FASTEN WITH #10-
12X1" PAN CAKE HEAD SCREW OR
ROOFING NAILS 12" O.C.

(3) ROWS OF 1/2" BUTYL
MASTIC TAPE

(2) ROWS OF 1/2" BUTYL
MASTIC TAPE

CAULK & LAP THE FLASHING A
MIN. OF 3" O.C. HOOKING THE HEM

PROVIDE CONT. BEAD
OF SEALANT

NEW RAIN GUTTER 24 GA. - SEE SPEC.
- REFER TO (SMACNA ARCHITECTURAL
SHEET METAL MANUAL-5TH ED. FIGURE
1-2 STYLE TYPE A -

GUTTER STRAP - REFER TO (SMACNA
ARCHITECTURAL SHEET METAL
MANUAL-5TH ED. FIGURE 1-16A SIM.)

DOWNSPOUT GUTTER CONNECTION  -
REFER TO (SMACNA ARCHITECTURAL
SHEET METAL MANUAL-5TH ED. FIGURE
1-33B & DETAIL 2 ON SAME SHEET)

24 GA. PREFINISHED SHEET METAL
FASCIA & SOFITT - REFER TO SMACNA
ARCHITECTURAL SHEET METAL
MANUAL-5TH ED.

4"X4" DOWN SPOUT BEYOND - SEE PLAN -
REFER TO (SMACNA ARCHITECTURAL
SHEET METAL MANUAL-5TH ED. FIGURE 1-
32B &  FIGURE 1-32F) - ATTACHED DOWN
SPOUT TO  WALL PER (SMACNA
ARCHITECTURAL SHEET METAL MANUAL-
5TH ED. FIGURE 1-35B)

NEW MECHANICAL DUCT SLOPE DUCT
TO KEEP WATER FROM PONDING -
REFER TO SITE PLAN & MECHANICAL
DRAWINGS FOR EXACT LOCATION

SELF ADHERING SHEET

PROVIDE CONT. BEAD
OF SEALANT

1-1/2" x 12" STANDING SEAM METAL
ROOFING & SELF-ADHEARING
POLYSTYRENE FACED UNDERLAYMENT
OVER FASCIA ONTO SOFFIT BEHIND
DRIP EDGE & GUTTER - SEE SPEC.

NEW 5/8" TYPE X PLYWOOD
SHEATHING SEE
STRUCTURAL DRAWINGS

NEW 6" METAL STUDS @
16" O.C. - SEE
STRUCTURAL DRAWINGS

NEW STEEL BEAM - SEE
STRUCTURAL DRAWINGS

EXTG. MASONRY WALL TO REMAIN
PROTECT FROM DAMAGE DURING
CONSTRUCTION

METAL STUD TRACK

6", 18GA. METAL STUD PURLINS AT 12"
O.C. - SEE STRUCTURAL DRAWINGS

6", 16GA. TRACK ATTACHED TO STEEL
TUBE - SEE STRUCTURAL DRAWINGS 6", 16GA. METAL TRACK WITH 5/8"Ø

EPOXY BOLT AT 16" O.C. STAGGERED
- SEE STRUCTURAL DRAWINGS

R-19 BATT INSULATION

R-19 BATT INSULATION

2" SHEET METAL STRAPS @ 24" O.C.

NEW EIFS SYSTEM -
REFER TO SPEC & DETAIL
C1/AE-501

1X6 WOOD
BLOCK

1-1/2" x 12" STANDING SEAM METAL
ROOFING & SELF-ADHEARING
POLYSTYRENE FACED UNDERLAYMENT
OVER FASCIA ONTO SOFFIT BEHIND
DRIP EDGE - SEE SPEC.

NEW 5/8" TYPE X PLYWOOD
SHEATHING SEE
STRUCTURAL DRAWINGS

NEW 6" METAL STUDS @ 16" O.C. -
SEE STRUCTURAL DRAWINGS

24 GA. PREFINISHED SHEET METAL
FASCIA & SOFFIT - REFER TO
SMACNA ARCHITECTURAL SHEET
METAL MANUAL-5TH ED.

20 GA. HOLD DOWN CLEAT x CONT. -
FASTEN @ 6" O.C. W/ CORROSION
RESISTANT, BARBED, ANNULAR RING, OR
SCREW SHANK NAIL - LENGTH TO
ACHIEVE APPROX. 1 1/4" PENETRATION
INTO NAILER - FASTEN NEAR BEND FOR
INCREASED UPLIFT RESISTANCE

NEW CONCRETE WALL - SEE PLAN,
ELEVATION & STRUCTURAL
DRAWINGS

ATTACHED @ 12 " O.C.

STARTER STRIP

CAULK & LAP THE FLASHING A
MIN. OF 3" O.C. HOOKING THE HEM

(3) ROWS OF 1/2" BUTYL
MASTIC TAPE

(2) ROWS OF 1/2"
BUTYL MASTIC TAPE

8"

VA
R

IE
S

NEW EIFS SYSTEM - REFER
TO SPEC & DETAIL C1/AE-501

10
"

NEW 5/8" TYPE X PLYWOOD
SHEATHING SEE
STRUCTURAL DRAWINGS

T.O.W.113' - 0"

R-19 BATT INSULATION

R-19 BATT INSULATION

1"

MECHANICAL DUCT SLOPE DUCT TO KEEP
WATER FROM PONDING - REFER TO SITE PLAN &
MECHANICAL DRAWINGS FOR EXACT LOCATION

SELF ADHERING SHEET - ON
ALL (4) SIDES OF THE DUCT

PROVIDE CONT. BEAD OF
SEALANT BOTH SIDES

MECHANICAL DUCT TYPE
STANDING SEAM JOINT

4" 4"
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DETAILS

AE-502
 1/2" = 1'-0"A1 CONCRETE RETAINING WALL

 1/2" = 1'-0"A2 CONCRETE RETAINING WALL
 1/2" = 1'-0"A4 CONCRETE RETAINING WALL

 3" = 1'-0"B1 ROOF DETAIL
 3" = 1'-0"B3 ROOF DETAIL

 3" = 1'-0"D3 METAL DUCT TYP. JOINT DETAIL



2'
 - 

6"
6"

5 1/2"

4 
1/

2"

EXTG. (2) 5/8" PLYWOOD
TO BE REMOVED

EXTG. 3/4" THREADED
BOLTED TO STEEL PLATE
TO REMAIN

EXTG. 3/4" ANCHOR BOLT
INTO CONCRETE WALL TO
BE REMOVED

EXTG. BLEACHERS TO
REMAIN - PROTECT FROM
DAMAGE DURING
CONSTRUCTION

EXTG. CONCRETE
FOUNDATION WALL TO BE
MODIFIED - REFER TO
STRUCTURAL DRAWINGS

EXTG. MASONRY WALL TO
REMAIN PROTECT FROM DAMAGE
DURING CONSTRUCTION

EXTG. CONDITION

EXTG. BLEACHER STRUCTURAL
SUPPORT TO REMAIN

5 
1/

2"

20' - 0" SECTION OF BLEACHER IN OUR WORK AREA TYP.

1'
 - 

0"
1'

 - 
0"

EXTG. 1/4"x2"x51/2"
STEEL PLATE TO
REMAIN

EXTG. 3/4" THREADED BOLT
WELDED TO STEEL PLATE TO
REMAIN

EXTG. 3/8"
THREADED BOLT
WITH NUT TO BE
REMOVED

EXTG. 3/4" ANCHOR BOLT
INTO CONCRETE WALL TO BE
REMOVED

EXTG. (2) 5/8" PLYWOOD
TO BE REMOVED

EXTG.  BLEACHER STRUCTURAL
SUPPORT TO REMAIN TO REMAIN

EXTG. CONCRETE
FOUNDATION WALL  TO BE
MODIFIED - REFER TO
STRUCTURAL DRAWINGS

EXTG. BLEACHERS TO REMAIN - PROTECT FROM
DAMAGE DURING CONSTRUCTION

EXTG. BLEACHERS TO REMAIN - PROTECT FROM
DAMAGE DURING CONSTRUCTION

EXTG. CONDITION

EXTG. 3/4" THREADED BOLT WELDED
TO STEEL PLATE TO REMAIN

EXTG. BLEACHERS TO REMAIN -
PROTECT FROM DAMAGE DURING

CONSTRUCTION

EXTG. BLEACHER STRUCTURAL
SUPPORT TO REMAIN

EXTG. CONCRETE
FOUNDATION WALL

EXTG. MASONRY WALL

NEW CONDITION

NEW STEEL FRAMING IN
OPENING - SEE
STRUCTURAL DRAWINGS

NEW STEEL COLUMN - SEE
STRUCTURAL DRAWINGS

NEW RETURN AIR
GRILLE - REFER TO
MECHANICAL DRAWINGS

HOLD NEW STEEL ANGLE
6x4x3/8xCONT. (LLV)  AWAY
FROM AIR GRILLE - ATTACH AS
SHOWN

NEW OPENING IN EXTG.
CONCRETE FOUNDATION WALL -
REFER TO STRUCTURAL
DRAWINGS

EXTG. STEEL PLATE TO REMAIN

ATTACH ANGLE TO EXTG. STEEL
PLATE WITH (2) 3/4"Ø THROUGH
BOLTS PROVIDE DOUBLE NUT ON
BACK SIDE OF PLATE

WELD 14wX6hX3/8" PLATE TO
COLUMN AS SHOWN TO
ATTACHED NEW STEEL ANGLE
AS SHOWN

HARDWOOD FILLER
TO ATTACH GRILLE

20' - 0" SECTION OF BLEACHER IN OUR WORK AREA TYP.

1'
 - 

0"
1'

 - 
0"

EXTG. BLEACHERS TO REMAIN -
PROTECT FROM DAMAGE DURING
CONSTRUCTION

EXTG.  BLEACHER STRUCTURAL
SUPPORT TO REMAIN

EXTG. BLEACHERS TO REMAIN - PROTECT FROM
DAMAGE DURING CONSTRUCTION

NEW CONDITION

NEW STEEL COLUMN - SEE
STRUCTURAL DRAWINGS - WELD
14wX6hX3/8" PLATE TO COLUMN AS
SHOWN TO ATTACHED NEW STEEL
ANGLE AS SHOWN

NEW RETURN AIR GRILLE

NEW STEEL ANGLE
6x4x3/8xCONT. (LLV) EXTG. CONCRETE

FOUNDATION WALL

NEW OPENING IN EXTG. CONCRETE
FOUNDATION WALL - REFER TO
STRUCTURAL DRAWINGS

EXTG. STEEL PLATE TO REMAIN

ATTACH ANGLE TO EXTG. STEEL PLATE WITH
(2) 3/4"Ø THROUGH BOLTS PROVIDE DOUBLE
NUT ON BACK SIDE OF PLATE

NEW 3/4" ANCHOR BOLT
INTO CONCRETE WALL TYP.

NEW 6"X24"PLYWOOD FILLER

EXTG. 3/4" THREADED BOLT
WELDED TO STEEL PLATE TO
REMAIN

C1

AE-503

NEW STEEL FRAMING IN
OPENING - SEE
STRUCTURAL DRAWINGS

NEW STEEL FRAMING IN
OPENING - SEE
STRUCTURAL DRAWINGS

14' - 4"

HARDWOOD FILLER
TO ATTACH GRILLE

HARDWOOD FILLER
TO ATTACH GRILLE

3/4"x3/4x1/8"
STEEL ANGLE

STEEL COLUMN

NEW MECHANICAL
RETURN AIR GRILLE - SEE
MECHANICAL DRAWINGS MECHANICAL RETURN AIR

GRILLE FRAME

3' - 4" 3' - 7" 3' - 7" 3' - 4"

48"H x 40"W GRILLE 48"H x 40"W GRILLE48"H x 43"W GRILLE48"H x 43"W GRILLE

18' - 0" SECTION OF BLEACHER IN OUR WORK AREA TYP.

NEW CONDITION

14' - 4"

EXTG.  BLEACHER STRUCTURAL
SUPPORT TO REMAIN

EXTG. BLEACHERS TO REMAIN - PROTECT FROM
DAMAGE DURING CONSTRUCTION

NEW STEEL COLUMN - SEE
STRUCTURAL DRAWINGS - WELD
14wX6hX1/4" PLATE TO COLUMN AS
SHOWN TO ATTACHED NEW STEEL
ANGLE AS SHOWN

NEW RETURN AIR GRILLE

NEW STEEL ANGLE
6x4x3/8xCONT. (LLV)EXTG. CONCRETE

FOUNDATION WALL

NEW OPENING IN EXTG. CONCRETE
FOUNDATION WALL - REFER TO
STRUCTURAL DRAWINGS

EXTG. STEEL PLATE TO REMAIN

ATTACH ANGLE TO EXTG. STEEL
PLATE WITH (2) 3/4"Ø THROUGH
BOLTS PROVIDE DOUBLE NUT
ON BACK SIDE OF PLATE

NEW 3/4" ANCHOR BOLT
INTO CONCRETE WALL TYP.

NEW 6"X24"PLYWOOD FILLER

EXTG. 3/4" THREADED BOLT
WELDED TO STEEL PLATE TO
REMAIN

NEW STEEL FRAMING IN
OPENING - SEE
STRUCTURAL DRAWINGS

NEW STEEL FRAMING IN
OPENING - SEE
STRUCTURAL DRAWINGS

HARDWOOD FILLER
TO ATTACH GRILLE

C1

AE-503

HARDWOOD FILLER
TO ATTACH GRILLE

3' - 4" 3' - 7" 3' - 7" 3' - 4"

48"H x 40" W GRILLE 48"H x 43" W GRILLE 48"H x 43" W GRILLE 48"H x 40" W GRILLE
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AE-503
 1 1/2" = 1'-0"A1 EXTG. BLEACHER SUPPORT DETAIL

 3/4" = 1'-0"A3 EXTG. BLEACHER SUPPORT DETAIL

 1 1/2" = 1'-0"C1 NEW BLEACHER SUPPORT DETAIL

 3/4" = 1'-0"B3 NEW BLEACHER SUPPORT DETAIL (EAST OPENING)

 3/4" = 1'-0"C3 NEW BLEACHER SUPPORT DETAIL (WEST OPENING)



8"

EXTG. CONCRETE
FOUNDATION WALL

EXTG. MASONRY WALL

EXTG. CONCRETE
WALL TO REMAIN

NEW MECHANICAL DUCT - REFER
TO SITE PLAN & MECHANICAL

DRAWINGS FOR EXACT LOCATION

4" CONCRETE SLAB  ON
4" DRAINAGE FILL 1/2" EXPANSION JOINT

W/ SEALANT

CAULK - SEE SPEC.

CAULK BEHIND
METAL - SEE SPEC.

20 GA. PREFINISHED
SHEET METAL

DRILLED GASKETED
FASTENERS AT 12" O.C.

20 GA. PREFINISHED
SHEET METAL UMBRELLA

NEW STEEL ANGLE
6x4x3/8xCONT. (LLV)

5/8"Ø EPOXY BOLT @ 16"
O.C. STAGGERED

20 GA. PREFINISHED
SHEET METAL

DRILLED GASKETED
FASTENERS AT 12" O.C.

20 GA. PREFINISHED
SHEET METAL UMBRELLA

CAULK - SEE SPEC.

CAULK BEHIND
METAL - SEE SPEC.

CAULK - SEE SPEC.

CAULK BEHIND
METAL - SEE SPEC.

DRILLED GASKETED
FASTENERS AT 12" O.C.

2X AS REQUIRED TO BUILDING UP
CURB ATTACHED AS REQUIRED

20 GA. HOLD DOWN CLEAT x CONT. -
FASTEN @ 6" O.C. W/ CORROSION
RESISTANT, BARBED, ANNULAR
RING, OR SCREW SHANK NAIL -
LENGTH TO ACHIEVE APPROX. 1
1/4" PENETRATION INTO NAILER -
FASTEN NEAR BEND FOR
INCREASED UPLIFT RESISTANCE

2X AS REQUIRED TO
BUILDING UP CURB
ATTACHED AS REQUIRED

2X12 FRAMED
AROUND OPENING

2X10 TAPERED
@ 16" O.C.

2X10 TAPERED @ 16" O.C.

EXTG. CONCRETE
WALL TO REMAIN

NEW MECHANICAL DUCT
- REFER TO SITE PLAN &
MECHANICAL DRAWINGS

FOR EXACT LOCATION

CAULK - SEE SPEC.

CAULK BEHIND
METAL - SEE SPEC.

20 GA. PREFINISHED
SHEET METAL

DRILLED GASKETED
FASTENERS AT 12" O.C.

20 GA. PREFINISHED
SHEET METAL UMBRELLA

2X AS REQUIRED TO BUILDING UP
CURB ATTACHED AS REQUIRED

20 GA. HOLD DOWN CLEAT x CONT. -
FASTEN @ 6" O.C. W/ CORROSION
RESISTANT, BARBED, ANNULAR
RING, OR SCREW SHANK NAIL -
LENGTH TO ACHIEVE APPROX. 1
1/4" PENETRATION INTO NAILER -
FASTEN NEAR BEND FOR
INCREASED UPLIFT RESISTANCE

EXTG. CONCRETE
WALL TO REMAIN

20 GA. PREFINISHED
SHEET METAL

DRILLED GASKETED
FASTENERS AT 12" O.C.

20 GA. PREFINISHED
SHEET METAL UMBRELLA 2X AS REQUIRED TO BUILDING UP

CURB ATTACHED AS REQUIRED

20 GA. HOLD DOWN CLEAT x CONT. -
FASTEN @ 6" O.C. W/ CORROSION
RESISTANT, BARBED, ANNULAR
RING, OR SCREW SHANK NAIL -
LENGTH TO ACHIEVE APPROX. 1
1/4" PENETRATION INTO NAILER -
FASTEN NEAR BEND FOR
INCREASED UPLIFT RESISTANCE

NEW STEEL ANGLE
6x4x3/8xCONT. (LLV)

5/8"Ø EPOXY BOLT @ 16"
O.C. STAGGERED

EXTG. STEEL GRATE TO
BE MODIFIED

2X12 FRAMED
AROUND OPENING

2X12 TAPERED
@ 16" O.C.

2X12 TAPERED
@ 16" O.C.

2X12 FRAMED
AROUND OPENING

EXTG. CONCRETE
WALL TO REMAIN

HSS 6x4x3/16xCONT. STEEL BEAM
TO FRAME OUT NEW OPENING IN
EXTG. METAL GRATE

5x3x1/4xCONT. (LLV) ANGLE WITH
3/4"Ø EPOXY BOLT AT 24" O.C.

EXTG. METAL GRATE TO BE
MODIFIED AS REQUIRED TO RUN
NEW DUCT THRU

1/4

NEW 5/8" TYPE X PLYWOOD
SHEATHING SEE
STRUCTURAL DRAWINGS

NEW STEEL COLUMN - SEE
STRUCTURAL DRAWINGS

18 GA. METAL STUD TRACK

R-19 BATT INSULATION

NEW EIFS SYSTEM -
REFER TO SPEC &
DETAIL C1/AE-501

CONCRETE FOUNDATION
WALL

LINE OF EIFS ABOVE

NEW MECHANICAL DUCT - REFER TO
SITE PLAN & MECHANICAL DRAWINGS
FOR EXACT LOCATION

LINE OF GRADE BEAM
BELOW

PACK WITH INSULATION

NEW METAL COUNTER
FLASHING

1X3 WOOD BLOCK

REFER TO DETAIL B1/AE-502
FOR FLASHING AT DUCT

CAULK & PROVIDE
BACKER ROD

NEW 5/8" TYPE X PLYWOOD
SHEATHING SEE
STRUCTURAL DRAWINGS

NEW STEEL COLUMN - SEE
STRUCTURAL DRAWINGS

18 GA. METAL STUD TRACK

R-19 BATT INSULATION

NEW EIFS SYSTEM -
REFER TO SPEC &
DETAIL C1/AE-501

CONCRETE FOUNDATION
WALL

NEW MECHANICAL DUCT - REFER TO
SITE PLAN & MECHANICAL DRAWINGS
FOR EXACT LOCATION

LINE OF GRADE BEAM BELOW

NEW METAL COUNTER
FLASHING

1X3 WOOD BLOCK

REFER TO DETAIL B1/AE-502
FOR FLASHING AT DUCT

R-19 BATT INSULATION

BEAM CANTILEVER

NEW EIFS SYSTEM - REFER
TO SPEC & DETAIL C1/AE-501

NEW 5/8" TYPE X PLYWOOD
SHEATHING SEE
STRUCTURAL DRAWINGS

COPYRIGHT:
© 2007 SCOTT P. EVANS - ARCHITECT

DESIGNED BY:
CHECKED BY:

SPE PROJECT #:
OWNER PROJECT #:

SCOTT P. EVANS
ARCHITECT &

ASSOCIATES P.C.
108 West Center Street
Bountiful, Utah 84010

Telephone - 801.298.1368
Telefax - 801.298.2192
info@spe-architect.com
www.spe-architect.com

1 2 3 4 5

1 2 3 4 5

A

B

C

D

DRAWN BY:A

B

C

D

06162610
06-35
JBE
RPL
RPL

SHEET NUMBER:

SHEET TITLE:

ISSUED:

NO. DATE DESCRIPTION

CONSULTANTS:

PROFESSIONAL STAMP:

ARCHITECT'S INFORMATION:

PROJECT NAME:

REVISIONS:

NO. DATE DESCRIPTION

#

La
st

 P
lo

tte
d:

STRUCTURAL ENGINEER
BHB ENGINEERING

MECHANICAL ENGINEER
VBFA CONSULTING

ELECTRICAL ENGINEER
SPECTRUM ENGINEERS

01 5/21/07 CONSTRUCTION DOCUMENTS

45
1 

EA
ST

 4
00

 N
O

R
TH

PR
IC

E,
 U

TA
H

 8
45

01

5/
18

/2
00

7 
5:

03
:4

4 
PM

C
O

LL
EG

E 
O

F 
EA

ST
ER

N
 U

TA
H

BU
N

N
EL

-D
M

IT
R

IC
H

AT
H

LE
TI

C
 C

EN
TE

R
H

VA
C

 U
PG

R
AD

E

DETAILS

AE-504

 1 1/2" = 1'-0"C1 AREA #2 DUCT DETAIL

 1 1/2" = 1'-0"A1 AREA #2 DUCT DETAIL #2
 1 1/2" = 1'-0"A4 STEEL GRATE DETAIL

 3" = 1'-0"B4 COLUMN DETAIL

 3" = 1'-0"C4 COLUMN DETAIL #2



PLYWOOD SPACER

R-19 BATT INSULATION

NEW MECHANICAL DUCT - REFER TO
SITE PLAN & MECHANICAL DRAWINGS
FOR EXACT LOCATION

REFER TO DETAIL
B1/AE-502 FOR
FLASHING AT DUCT

NEW CONCRETE
GRADE BEAM - SEE
STRUCTURAL
DRAWINGS

CONCRETE ON
DRAINAGE FILL

1/2" EXPANSION JOINT W/
SEALANT

2
2

4

4

METAL COUNTER
FLASHING

1'
 - 

0"

2"
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AE-505
 3" = 1'-0"A1 DUCT DETAIL
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SHEET INDEX &

SCHEDULES

EE-001

COPYRIGHT:
SCOTT P. EVANS - ARCHITECT 2007

DESIGNED BY:

CHECKED BY:

SPE PROJECT #:

DFCM PROJECT #:

SCOTT P. EVANS
ARCHITECT &

ASSOCIATES P.C.
108 West Center Street
Bountiful, Utah 84010

Telephone - 801.298.1368
Telefax - 801.298.2192
info@spe-architect.com
www.spe-architect.com

1 2 3 4 5

1 2 3 4 5

A

B

C

D

DRAWN BY:A

B

C

D

06162610

06-35

PSS

DLA

DLA

SHEET NUMBER:

SHEET TITLE:

ISSUED:

NO. DATE DESCRIPTION

CONSULTANTS:

PROFESSIONAL STAMP:

ARCHITECT'S INFORMATION:

PROJECT NAME:

REVISIONS:

NO. DATE DESCRIPTION

#

L
a
s
t
P

lo
tt
e
d
:

5
/1

8
/2

0
0
7

3
:3

6
:2

3
P

M

STRUCTURAL ENGINEER
BHB ENGINEERING

MECHANICAL ENGINEER
VBFA CONSULTING

ELECTRICAL ENGINEER
SPECTRUM ENGINEERS

4
5

1
E

A
S

T
4

0
0

N
O

R
T

H
P

R
IC

E
,

U
T

A
H

8
4
5
0
1

C
O

L
L

E
G

E
O

F
E

A
S

T
E

R
N

U
T

A
H

B
U

N
N

E
L
-D

M
IT

R
IC

H
A

T
H

L
E

T
IC

C
E

N
T

E
R

H
V

A
C

U
P

G
R

A
D

E

1 5/21/07 CONSTRUCTION DOCUMENTS



ONE-LINE
DIAGRAMS

EE-002
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LEVEL #1 AREA #1
DEMOLITION PLAN

ED-101

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18
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"
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APPARATUSROOM
145

RACQUETBALL
146

RACQUETBALL
147

RACQUETBALL
148

RACQUETBALL
149

RACQUETBALL
150

WRESTLING
141

MULT-PURPOSE
EQUIP. STORAGE

142

ELEC.
144 MECHANICAL

140

SHOWER
138

DANCE
WORKROOM

139

TOILET
136

VEST.
131

TOILET
135

JAN.
118

CORRIDOR
116

VEST.
151

SHOWER
133
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LEVEL #1 AREA #1
POWER PLAN

EP-101
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